Notice Inviting Quotation for “Online UPS and Batteries for Instruments in CRF IIT Delhi Sonipat Campus”

Date: 04/09/2019

Sealed Quotations are invited for “Online UPS and Batteries for Instruments in CRF IIT Delhi Sonipat Campus” as per the specifications described below on or before 11/09/2019, 17:00 Hours. Two bids (separate Quotation for technical and Financial bids) put together in common outer envelope Subscribing “Quotation for Online UPS with Batteries for Instruments” should be addressed and submitted to

Prof. Pankaj Srivastava
Department of Physics (Office), Indian Institute of Technology Delhi
Contact: 011- 2659 - 6558
Hauz Khas, New Delhi - 110016.

The quotation will be opened on 12/09/2019 at 3:00 PM in Main Building, Department of Physics, Indian Institute of Technology Delhi.

Technical Specification of “Online UPS with Batteries for Instruments”

<table>
<thead>
<tr>
<th>Type</th>
<th>Quantity</th>
<th>Technical Specifications</th>
</tr>
</thead>
</table>
| 1. 10KVA Online UPS with batteries and rack & Links | 01 | • 10 KVA online UPS (with at least 2 years’ warranty) with inbuilt isolation transformer  
• Single phase input and single phase output  
• Make: GE/Mitsubishi/Eaton  
• Authorization letter from the manufacturer against this tender only  
• 42 AH batteries for 45 minutes backup make by Exide/Rocket (Battery 16Nos) |
| 2. 15KVA Online UPS (Three Phase input and Single Phase output) with batteries and rack & Links | 01 | • 15 KVA online UPS (with at least 2 years’ warranty) with inbuilt isolation transformer  
• Make: GE/Mitsubishi/Eaton  
• Authorization letter from the manufacturer against this tender only  
• 42 AH batteries for 45 minutes backup make by Exide/Rocket (Battery 30 Nos) |
### 3. 20KVA Online UPS

<table>
<thead>
<tr>
<th>Description</th>
<th>Quantity</th>
<th>Specification</th>
</tr>
</thead>
</table>
| (three phase input and single phase output) with batteries and rack & Links | 01       | • 20 KVA online UPS (with at least 2 years’ warranty) with inbuilt isolation transformer  
• Make: GE/Mitsubishi/Eaton  
• 42AH batteries for 1-hour backup make by  
• Authorization letter from the manufacturer against this tender only  
• Exide/Rocket (Battery 32 Nos) |

### 4. 20KVA Online UPS

<table>
<thead>
<tr>
<th>Description</th>
<th>Quantity</th>
<th>Specification</th>
</tr>
</thead>
</table>
| (three phase input and single phase output) with batteries and rack & Links | 01       | • 20 KVA online UPS (with at least 2 years’ warranty) with inbuilt isolation transformer  
• Make: GE/Mitsubishi/Eaton  
• 42AH batteries for 1-hour backup make by  
• Authorization letter from the manufacturer against this tender only  
• Exide/Rocket (Battery 32 Nos) |

**Terms & Conditions:**
- Charges of AMC (Post Warranty) for three year must be provided separately.
- The vendor will provide details of Organization/Institute where they are distributing in the last 5 – 10 Years.
- The vendor should provide authorization Certificate from the manufacturer.
- Delivery period should not exceed 2-3 weeks and should be clearly indicated in the quotation.
- The decision of Departmental/Centre purchase finalization committee for selection or rejection of any bid will be final.
- Vendor must visit CRF Sonipat (Address: Central Research Facility, IIT Delhi Sonipat Campus, Plot No. 4B, Rajiv Gandhi Education City, Near Ashoka University, P.O. –Rai, Sonipat Haryana-131029 (India) )site so that installation charges are also included in their bid.

---

_Prof. Pankaj Srivastava_
Professor, Head CRF